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OCCUPIED RESIDENCE
SEE FOOTPRINT

NOTES:
- WOOD FRAMED CONSTRUCTION
- 3 STORY STRUCTURE
- FLOOR PLAN IS SIMILAR FOR ALL LEVELS
- UNSTABLE FLOOR/CEILING ON EACH STORY
- BUILDING HAS UTILITIES
- OPERATIVE SPRINKLER SYSTEM - NO FDC
- OCCUPIED RESIDENCE ATTACHED
- 1 EXPOSURE
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MACHINERY / HOPPER
(RED SECOND STORY STRUCTURE)

TAINTER ST.

402 FT
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NOTES:
- HEAVY TIMBER / STEEL CONSTRUCTION
- NO UTILITIES
- SPRINKLER SYS INOPERATIVE, NO FDC
- GENERAL HOUSE KEEPING POOR
- PRIMARILY 1 STORY, SOME MEZZANINES
- NO BASEMENT, DIRT & CONCRETE FLOOR
- ATTACHED, OCCUPIED REPAIR SHOP
- HEAVY STEEL CRANES ON CEILING

SPIRAL STAIRS

SLIDING DOOR
(BOARDED UP)

CHAINLINK FENCE
OVER DOOR

B.L. 2-27-2001



48 MASON ST.

WOODEN TRUSS ROOF
THIS ROOM ONLY!

ALL WINDOWS HAVE
STEEL FRAME

NOTES:
- BUILDING HAS SECOND FLOOR, ON MASON STREET  SIDE
- LIGHT WEIGHT STEEL TRUSS ROOF
- BOILER ROOM ONLY HAS WOOD TRUSS
- SPRINKLER SYSTEM IS INOPERATIVE, DOES HAVE FDC
- OCCUPIED GARAGE ATTACHED TO BUILDING
- BUILDING HAS NO OPERATIONAL UTILITIES
- NO BASEMENT

CEILING MISSING

55 3 sq. ft.

2249 sq . ft.
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NOTES
- HEAVY TIMBER CONSTRUCTION
- MIXED HVY. TIMBER AND STEEL ROOF ASSEMBLY
- CONCRETE / DIRT FLOORS
- APROX 50 FT HIGH
- PRIMARILY 1 LEVEL, SOME MEZZANINES,
  ELECTRICAL ROOM BELOW GRADE ARMORY ST SIDE
- SPRINKLER SYSTEM INOPERATIVE - NO ALARM SYS - NO FDC
- 1 EXPOSURE - OCCUPIED METAL FABRICATION SHOP
  ATTACHED TO BUILDING, SOUTH WEST SIDE
- BUILDING IS REASONABLY SECURE
- ONLY KNOWN BASEMENT IN ELECTRICAL CLOSET
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